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SOFTWARE CONFIGURATION CONTROL

INTRODUCTION

The objective of the software configuration control plan is to provide assurances
that the replacement cross-site transfer system control system will be operable for
the lifetime of the facility. To remain operable the control system shall be
maintained by engineering (Single-Shell Tank Engineering [SSTE] personnel.
Maintenance contract(s) with the software vendor shall be established to ensure
the latest version of software is maintained on the control system. The computer
operating system provides control of all cross-site equipment and is used for
normal plant operations. Safety shutdowns of the transfer system are performed
by hardwire components.

SCOPE

This plan covers the following topics: personnel authorized to make changes to
the ladder logic, the methods, procedures and instructions used to control the
identification of, access to, changes to, and the status of computer software.
Configuration control documentation shall identify the changes to the ladder logic
and work packages (e.g., test plans) shall be used to venfy and validate the
changes.

The software used on the control system is vendor supplied. All validation and
verification shall be accomplished by the vendor (or the vendor's representative)
and supplied to engineering (SSTE), as requested, prior to the use of updated
software. No changes to the vendor-supplied software shall be done by
engineering and/or any other contractors. The source code was not supplied, nor
is it required, for the vendor supplied software.

PROJECT SCOPE

The design was based upon the criteria documented in the W-058 Project
Procurement Specification (W-058-P2) for the "Process Monitor and Control
System." A supplier, using the Allen-Bradley hardware and software, and the
Fluor Daniel Northwest design media for Project W-058, procured hardware and
software. After programming the ladder logic, the supplier assisted in installing
and testing the equipment on-site. If required, a contract may be issued to the
supplier for either software or hardware assistance.

The control console (located in the 242-S building) has two Pentium personal
computers (an operator's station and a maintenance station). The control console
software (Rockwell Software Incorporated [RSI]) interfaces with the Allen-
Bradley PLC-5 programmable logic controllers. The control console is totally
isolated from all other site computer systems.

-1-
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The RSI software is being transferred into CH2ZM Hill Hanford Group's name.
The engineering Point-of-Contact (PIC) is identified as the Monitor and Control
Cog Engineer (SSTE), currently Jay B. Roberts (otherwise known as the Software
Custodian).

SOFTWARE QUALITY ASSURANCE REQUIREMENTS

PERSONNEL AUTHORIZED TO MAKE CHANGES

The only personnel allowed to make changes to the ladder logic (not changes to
the vendor supplied software) are members of the engineering organization
(SSTE). Only members of engineering (SSTE) that have been trained on the
Allen-Bradley software shall be allowed to make changes. These individuals
shall have the "System Administrator" access to the ladder logic and vendor
supplied software. The password to be used to enter the ladder logic level of the
program shall be held by these individuals and a copy of all passwords shall be
supplied to the Operations (Single-Shell Tanks [SST]) Manager. Nominally two
engineers and the Engineering (SSTE) Manager shall be permitted to access the
ladder logic.

A minimum of two engineering personnel shall be capable of working with the
control station. The engineering personnel shall be capable of forcing functions
(inputs and outputs) from the control console, as required for testing. All forcing
functions and any identified control system problems shall be documented in the
W-058 Control System Logbook. The logbook is located in the W-058 control
room (242-S building) and will only be removed (for short periods) when copies
of logbook pages are needed. The logbook shall be maintained in accordance
with HNF-IP-0842, Operations, Volume II, Section 4.11.1, "Operating
Logbooks."

METHODS, PROCEDURES, INSTRUCTIONS AND STATUS

This document defines the control methodology to be used to maintain the ladder
logic configuration.

METHODS
The ladder logic is identified in document HNBF-2346, "Project W-058 Monitor
and Control System Logic." The ladder logic shall be maintained by using the

current supporting document change control process (Engineering Change
Notices [ECN]).

“2-
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All permanent changes to ladder logic shall go through the formal change control
(ENC) process. The level of the change to the ladder logic shall determine the
level of independent overview organization (QA and Safety) reviews required.
The changes, when incorporated into the computer ladder logic, shall be recorded
in the W-058 Control System Logbook.

PROCEDURES

The individual starting up either of the computers is required to identify
themselves and enter their own password. To further log-on to the control system
software the operations personnel must enter the appropriate code and password,
Both of the computers are logged off and shutdown after each transfer or other
use.

Operations and Engineering can start up both workstations when required.
Engineering may need Operations personnel to perform certain tasks when
evaluating the computer controls. Operations personnel control the normal output
functions of the system.

INSTRUCTIONS

The Operations personnel are trained to operate the control system by either
Engineering personnel or experienced operators. All normal transfer/flush or
associated operations shall be performed via operating procedure(s).

Any testing of the cross-site transfer system components shall be performed and
controlled by maintenance procedures, functional test procedures, functional
checks, or via work package instructions. The type of test (a graded approach to
testing) is dependent upon the level of change implemented. The cognizant
engineer is responsible for authorizing testing documentation (test plans, etc.).

SOFTWARE STATUS

The software operating on the control system computers shall be monitored by the
engineering personnel. The software existing on each of the computers shall be
reviewed by the engineering personnel to assure the control system functions
properly. Any changes to the computer systems (e.g., addition of memory) shall
be documented in the W-058 control System Logbook.
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If the current version of the RSI operating system software is being replaced with
a later version, the engineering personnel shall perform functional checks to
ensure the new version works properly (is compatible with the current computer
system hardware and software). All testing by engineering personnel shall be
documented in the W-058 Control System Logbook.

OPERATION AND MAINTENANCE

The control system computers shall be operated by the (SST) operations
personnel and maintained by the (SSTE) engineering personnel.

SOFTWARE CUSTODIAN

The individual assigned responsibility for identification, configuration control,
distribution, problem notification, and maintenance of the computer programs is
the Engineering (SSTE) Manager. As previously stated, the Software Custodian
is the Monitor and Control Cog Engineer.

SOFTWARE MAINTENANCE

The RSI software shall be maintained by procuring a yearly maintenance contract
with the vendor for their control system software.

The maintenance contract(s) provides updates to the software and operational
support, if the software fails or indicates problems. The funding for the
maintenance contract(s) shall be provided by Operations (SST) and the Software
Custodian shall be identified to the software vendor (RS1) as the POC.

Master copies of the software (the vendor supplied software and the developed
ladder logic) shall be installed on the control console and on at least one other
engineering (SSTE) workstation. The engineering (SSTE) workstation(s) shall be
physically located in another building. The vendor supplied software works on
the basis of a key (software) disc system. Hence, only the machine with the
software key installed on it can operate the software. Key discs are available
from the vendor and expedited delivery can be accomplished, if an immediate
need for a second key arises.

Each version or revision of the RSI software is uniquely identified. The
associated documentation that defines the changes in the software by each
revision shall be obtained and entered into the vendor information (V1) file.
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The software master discs shall be maintained by the Software Custodian. The
Software Custodian is responsible to identify (in the W-058 Control System
Logbook), that the control console software and the backup software (on the
engineering [SSTE] workstation[s]) are the same version. The Software Custodian
is responsible to install all software on all platforms.

SOFTWARE PROTECTION

The RSI software is protected from vandalization by using password protection.
In addition, the 242-S control room is locked unless operations or engineering are
working on the control console or software. As previously stated, the access to
the computers and software requires knowledge of the system and is password
protected.

DATA PROTECTION

The data files associated with the RSI software are located on the control station
computers and on at least one engineering (SSTE) workstation.

The data files shall be maintained by the Software Custodian. The Software
Custodian is responsible to identify (in the W-058 Control System Logbook) that
the control console data files and the backup data files (on the engineering [SSTE]
workstation[s]) are the same version. The Software Custodian is responsible to
install the data files on all platforms. At the vendor's request, corrupted data files
may be forwarded to the vendor to review, if the data file failure could potentially
be attributed to the vendor software.

PROTECTION FROM CATASTROPHE

The software program and data files are protected from catastrophe by being
located on the control console and at least one engineering (SSTE) workstation.
These platforms are located in different buildings and should equipment
(computer) failures occur, replacement hardware would be procured at that time.

PROCUREMENT ITEMS

The software program and data files were procured as a part of the W-058 Project.
Procurement Specification W-058-P2, "Process Monitor and Control System,"
defines the contractual agreement that was used to procure the control system and
software.

Section 2.3.2, "Software Maintenance,” identifies the procurement of a
maintenance contract with the software vendor.

5=
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DESIGN LIFE AND DECOMMISSIONING

The life expectancy of the 242-S structure is approximately forty years. The
computer control console is built for the current computers. As upgrades occur on
the control system hardware, the console may need to be changed. The cabling
system and other control components will need to be replaced upon failures and
upgraded when the system becomes outdated.

Decommissioning shall occur subsequent to the last transfer being completed and
funding has been established for the removal of the equipment.
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